






64 

 

 

 

Figure 36: Block diagram of Wind Turbine PMSG connected to the Grid with Control 
Implementation for Short Circuit Fault study (Adopt ed from [32]) 

 

Control strategies involve control of pitch angle of wind turbine blades and 

control of electrical torque of the PMSG. Boost converter configuration is used on the 

generator side and PWM based inverter is used on the grid side. Since the PMSG block 

used is a built in block from Simulink The PMSG block is modeled as a generator in the 

d-q reference frame fixed to the rotor. Control strategy involves:  

- The output from PMSG is rectified using the universal bridge rectifier (Vrec) 

- The boost converter is then used in controlling the load current thereby 

controlling generator torque and speed for different wind speeds 

- From the DC-DC converter, the PWM based inverter is used for DC-AC 

conversion 

- The Pulse width modulation (PWM) generates pulses by comparing triangular 

carrier waveform to a reference signal from sine wave generator, to control the 

AC output voltage 
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- The Phase locked loop (PLL) is used to synchronize a set of variable frequency, 

three phase sinusoidal signals 

- The dq0-abc transformation technique is used to simplify the PI control technique 

to convert the reference signals in dq frame to abc frame of reference which can 

be used as modulating signal of the PWM block. This is a mathematical 

transformation of direct axis , quadrature and zero sequence components to phase 

quantities. 

- The proportional Integral block is used to converge any error voltage to the 

minimum which is then fed as duty cycle for the boost converter gate signal. 

The Wind turbine and PMSG block parameters are tabulated in the appendix along 

with the Simulink control loop diagrams. The idea of performing this study is to obtain 

the results when there is a faulted condition. Since the model does not reflect the exact 

parameters as the model in CYME or for this study, it is been studied to know the effects 

of short circuit currents from a Type 4 Wind turbine Generator [33]. A three phase fault 

programmable block is used from Sim Power systems [31] to obtain these conditions. 

The results for the Wind energy conversion is shown below with emphasis on the voltage 

and current waveforms for a three line to ground fault and single line to ground fault. 

Figure shows waveforms for fault conditions run for a simulation run time of 0.1s and 

duty cycle is controlled to give constant dc link voltage to the grid. The model developed 

is not the same as developed for the IEEE 34 bus feeder and is mainly simulated and 

studied for comparing the short circuit faults for further research during island mode 

conditions which could lead to possible out of phase reclosing issues [35] . 
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Simulation results for Three phase to ground fault : 

 

Figure 37: Stator current, Rotor current, Electromagnetic torque, Stator Voltage Waveforms 
 

 

Figure 38:Waveform with emphasis on Pdc obtained after fault on grid side 
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Figure 39:Vabc and Iabc waveforms after three phase fault on Grid side 
 

 

 

Figure 40:Vabc, Iabc, P, Ia, Ib, Ic waveforms for 3L-G fault  
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Simulation results for Single line to ground fault :

 

Figure 41: Stator current and Rotor current waveforms for a single line to ground fault 
 

 

Figure 42: Waveform with emphasis on Pdc after 1L-G fault on grid side 
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Figure 43: Vabc and Iabc waveforms after single line to ground fault on Grid side 
 

 

Figure 44:Vabc, Iabc, P, Ia, Ib, Ic waveforms for 1L-G fault  
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The objective behind this study is to see the differences and need of control strategy 

during faulted conditions. The short circuit current for the three phase fault is limited to 

the rated current. From the simulation results, when the fault is placed on the grid, the 

output current still stays within the current limit, but there is decrease in output power 

[34] and so the wind turbine must be controlled using the control strategy mentioned 

above. 

Implementation of Directional (67) OC Protection: 

 After analyzing the above protection schemes for various interconnections of 

DG’s at various nodes, there seems to be coordination using Inverse time non-directional 

instantaneous and non-instantaneous settings for phase and ground units (50/51N) , but 

the addition of DG at node 800 could cause the problem of backfeed of current from 

other feeders on the high side if any would be connected which makes it difficult to know 

the direction of power flow in case there is a fault. Hence along with the 50/51N settings, 

the relay curve in Aspen was also checked with directional element settings. It is set for 

faults acting only in one direction which is from any other feeder connected to this bus on 

the high side. Figure 45below shows the setting from Aspen and the coordination curve 

with the downstream existing protection implemented before when the directional 

element is checked for the relay setting. In this case the fault contribution is limited to 30 

cycles for the breaker operation. In this case it has approached the problem of nuisance 

tripping of other breakers, but in the long run for larger fault contributions, this operation 

is too slow and requires faster operating directional OC protection which can operate in 5 

cycles [1] 
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Figure 45: Directional Element 67 with settings to show detection of Backfeed current at node 800 for 
a parallel feeder connected to it 
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4.7Steady State Analysis of Faults in Waveform analysis using Wavewin: 
 
Wavewin is a useful tool used here for post fault analysis. Once the model is built in 

Aspen, it can be converted to formats that can be viewable in Wavewin which has much 

functionality to show post fault analysis. In our case, the figures below represent the 

waveforms for faults at the interconnection points at the DG location to the distribution 

network. This can be used to analyze the time the relay operates by scrolling the data 

cursor for various instances of fault. It also gives an insight into the Harmonics 

 
 

Figure 46:Waveform obtained for a close in fault on relay at node 840  
 

 Figure 46 is one of the waveforms from Wavewin tool after converting aspen test 

file to Wavewin compatible format for a breaker operation of 5 cycles for a faulted 
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condition involving either 1L-G or 3 phase fault at node 840. Waveforms obtained from 

this tool are Va,Vb,Vc and sequence components along with Ia,Ib,Ic  and sequence 

current components. The figure also contains phasor rotation of vectors and Harmonics 

from data extrapolated.  

 
 

Figure 47:Waveform obtained for a close in fault on relay at node 890 
 

Figure 47 is the waveform obtained for a faulted condition at node 890. By 

moving the data cursor to the waveform where the faulted condition just begins, there is a 

change in harmonics mainly terms from 2nd and 3rd components of the fundamental.  
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Figure 48:Waveform obtained for a close in fault on relay at node 848 
 

Figure 48 is the waveform obtained for a faulted condition for a close in fault at 

node 848 containing the Wind turbine and from the waveform at an instant if close to 

150ms there is sudden drop in currents possible indicating the cause to transients. This 

waveform is an indication of transient behavior for a faulted condition for Wind turbine 

behavior. In contrast to figure 50 which is also Wind turbine connected to node 840, the 

waveforms indicate the transient fault behavior during the operation after 144ms. 
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Figure 49:Waveform obtained for a close in fault on relay at node 800 
 

 Figure 49 is the waveform obtained for a relay operation faulted condition at node 

800 which has the synchronous diesel generator connected. Since it is connected to the 

low voltage of 24.49/12/47 connected delta-wye grounded transformer, the behavior in 

this case is different as there is fault currents contribution from the high side which seems 

to higher. For this case, the waveform does not translate the nature of fault currents as 

described in the above chapters 
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Figure 50:Waveform obtained for a close in fault on relay at node 828 
 
 
Figure 50is the waveform obtained from a close in fault at node 828 which is the energy 

storage modeled as inverter based PV module. In all the above wavewin obtained 

waveforms, the phase voltage is multiplied by a security factor greater than 10 for the rms 

value and also includes a fault impedance of 13.33 + 13.33j. The results match Aspen per 

unit maximum and minimum fault currents shown in the above table 14.
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4.8 Fuse and Recloser operation times:  

 
Based on the fuse saving approach from [14] and implemented interconnection 
protection: 
 
Table 7: Consolidated results for Fuse-recloser Overcurrent protection for various DG’s 
Location of DG 
 
800 
840 
848 
890 
828 

 

Temporary fault 
R opens R close Fuse 
4 cycles 13 cycle Melts 
5 cycles 15 cycle DNM 
3 cycles 12 cycle DNM 
5 cycles 16 cycle Melts 
3 cycles 13 cycle DNM 

 

Permanent fault 
R open R close Fuse 
4 cycles 13 cycle 18 cycle 
5 cycles 15 cycle 16 cycle 
3 cycles 12 cycle 15 cycle 
5 cycles 16 cycle 22 cycle 
3 cycle 13 cycle 18 cycle 

 

 DNM- Does not melt 

 
Interconnection relay settings: 
 
In this approach, five interconnection relays were adopted and one case for directional 

approach was used. The table 8 below lists the settings used for the Inverse time non 

directional phase and ground with time delayed and instantaneous settings and the 

directional element settings used 

Table 8: Coordination device settings for interconnect relay at node 800 from S&C tool 

Device 1 Device 2 Device 3 Device 4 

Phase relay: U1-U5 

Type: U2 Inverse 

Pick up: 500A 

TD: 0.5 

Breaker clearing 
time: 0.05s 

Ground relay: U1-U5 

Type: U3 VI 

Pick up: 150A 

 

Transformer Damage 
curve:  

Delta-Wye grounded 

Primary/Full load 
amps: 24.9kV/579.67 

Sec/Full load amps: 

12.47kV/1157.48 

Impedance: 8.06% 

3 phase fault current: 
1855.13A 

Phase: IEEE 

Type: Inverse 

Pick up: 800A 

TD: 2 

Ground relay:  

Instantaneous pick up: 
848A 

 

Fuse: Cooper 

Type: X Limiter 

kV: 8.3-23 

Ampere rating: 50 
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CHAPTER V: ISLANDING PHENOMENON 
 
 
 

5.1 Islanding condition:  
 
 Islanding is a condition defined when the DG is isolated from the main utility due 

to intentional or unintentional islanding and where in the DG continues to serve loads 

connected to it[36].Microgrid is a special system where the DG’s are sufficient enough to 

feed all the loads connected to it. As formulated, the objective of the thesis is to study the 

protection scheme for an interconnected system to the Microgrid which is mentioned in 

the above chapters. This chapter is discussed to study the potential issues during islanded 

mode and the effect it can have on interconnection protection as it is a useful step to 

perform further research in isolated DG system protection, in consultation with the IEEE 

1547 guidelines.  

5.2 DG Unit Protection recommendations based on IEEE 1547: 

 In the latest IEEE standard C62.41.2, it defines that all DG interconnection 

systems must have the capability to withstand voltage and current surges and that the 

interconnection protective device should isolate the DG facility from the utility section. 

 -Utility companies also require that for large DG generators, it should have effective 

grounding system to avoid overvoltage issues. Since we have delta on the DG side with 

the DG grounded system, overvoltage scheme would not be required. If the primary side 

was wye grounded, then the neutral should be insulated and a current limiting grounding 

reactor is required to limit the fault current [25]  
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- Utility companies require a sync check device when it is out of phase with the utility 

- Over and underfequency relays must meet the 1547 requirements [25]. Figure 49 and 

Table 7 below shows the curve for setting the thresholds for underfrequency protection 

for generators as adopted from NPCC [37]  

Table 9:  – Interconnection system response to abnormal frequencies [37] 

DR size  Frequency range (Hz)  Clearing time (s)a  

≤ 30 kW  
> 60.5  0.16  
< 59.3  0.16  

> 30 kW  

> 60.5  0.16  
< {59.8 - 57.0} (  

Adjustable 0.16 to 300  

< 57.0  0.16  
a DR ≤ 30 kW, maximum clearing times; DR > 30 kW, default clearing times  

 

As Per NPCC Document A-03 [37] : 

“Generators should not be tripped for under-frequency conditions in the area above the 

curve in Figure below. And so for settings above the curve an equivalent amount of load 

should be shed when tripped “ 

 

Figure 51: Underfrequency tripping conditions (Adopted from [37]) 
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- Since the Inverter based PV is 250kW, it should be IEEE 1547 compliant and UL-

1741 certified for the inverter equipped with anti-islanding internal protection. 

Internal relaying is considered sufficient for Inverter based PV below 500kW [1], 

[25]. Additional relaying adopted for inverter based protection above 500kW 

includes as shown in table 8 below : 

Table 10: Relay Functions for various Interconnection fault conditions from DG perspective 
(Presented from [25], [38]) 

- Objective - Relaying  

- To detect Islanding - 81o/u (Over and under 
frequency relay) 
- 27/59(Under and over voltage ) 

- For short circuit and overloaded 
conditions 

- 50/51N (Instantaneous phase 
and ground non directional OC 
protection) 
- 67(Directional OC protection) 

- Unbalances to Generator - 46(Unbalanced currents) 
- 47(Unbalanced voltages) 

- Reverse Power flow - 67 or 32(Reverse power flow 
relay) 

- Synchronizing Machine to the 
system 

- 25 ( Sync check relay) 

 

- The IEEE 1547 states that anti-islanding protection is required for parallel 

generation to the utility distribution network . Further transfer trip studies and 

research on anti-islanding schemes is required for DG to work as an isolated 

system and not energize a denenergized distribution network [25], [38]. 
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- IEEE 1547 states that, “For an unintentional island in which the DG energizes a 

portion of the utility , the DG interconnection shall detect and cease to energize 

the utility portion within 2 seconds of the island formation “ 
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CHAPTER VI: CONCLUSIONS AND FUTURE WORK 
 

6.1 Conclusions:  

This thesis work involves the modeling and developing a protection scheme for 

the scaled down version of the IEEE 34 bus system with and the without Distributed 

Generation. The DG’s are predefined at specific nodes based on various studies 

performed earlier. Five DG’s of sizes, 250kW, 1.5MVA, 750kW, 500kW,750kW are 

placed in the IEEE radial distribution feeder. The first step performed was the simulation 

and modeling of existing IEEE 34 bus network in CYMDist 5.04 to validate the 

performance of the tool used. The second step performed is the scaling of the model to 

12.47kV system to match the Microgrid parameters [39]. Scaling involved conversion of 

the ohmic values to sequence components using symmetrical component techniques and 

then converting to per unit system so that protection studies can be performed in Aspen 

One-liner by obtaining the equivalent impedances once modeled in CYME. Once the 

system was built, load flow and short circuit fault analysis is performed. The DG’s are 

modeled to study the issues they have when connected to the Distribution feeder. The 

next step involved was to develop an interconnection protection scheme at the point of 

interconnection. This involves three cases studied for the Diesel generator as synchronous 

generator , Wind turbine and Inverter based PV protection. Each protection aspect 

involves coordination studies with Inverse time Overcurrent protection with 

instantaneous and time delayed elements along with the use of a directional element 

protection to detect current backfeed which could lead to nuisance tripping. Various 

issues related to the addition of DG’s is discussed. The three cases also discuss modeling 
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of Wind turbine using a preset model from MATLAB to study the short circuit faults 

including torque control with feedback control is implemented but for a different preset 

model from Simulink. The thesis also includes the fusing practice for Capacitor banks in 

the distribution network and coordination practices with downstream an upstream 

protection. Post fault analysis is conducted from Aspen by converting to Wavewin 

supported formats which is a useful tool for relay operation time and harmonic analysis. 

The thesis also mentions the reasons for various choices of transformer selection and 

transformer phasing and also develops a chapter based on IEEE 1547 standards for 

relaying and protection practices to be adopted when the DG’s form an island. The results 

are mentioned along with the relevant chapters simultaneously while other results are 

tabulated in the penultimate chapter.   

6.2 Future Work 

 Going forward, the future scope of this thesis is to study the protection and 

stability analysis extensively for the DG’s and the islanding and anti-islanding techniques 

as this is gaining fast importance in today’s practices as there is a growing demand for 

alternative energy sources and storage. Since there is a lot of exciting research in the field 

of Renewable energy and control systems, the future work is to study the protection and 

transient analysis for Microgrid systems.  
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Appendix A: Load flow and Fault Study Data and Results 
 
Existing 24.9kV Load flow and Fault study:  
 
 The tables below illustrate the results after performing load flow analysis 
 
Table 11: Load flow summary report for Regulators, Y-Y Transformer and Shunt Capacitor: 
 

 

 
Table 12: Load flow report in per unit for existing 24.9kV IEEE system 

Node Id V 
(pu) 

Angle V  QCap 
MVAR 

PLoad 
MW 

QLoad 
MVAR 

800 1.05 0  0 0 0 

802 1.048 -0.05  0 0.05 0.03 

806 1.047 -0.08  0 0.05 0.03 

808 1.024 -0.75  0 0.02 0.01 

810 1.029 -120.95  0 0.02 0.01 

812 0.998 -1.57  0 0 0 

814 0.977 -2.26  0 0 0 

850 1.021 -2.26  0 0 0 

816 1.021 -2.27  0 0.01 0 

818 1.016 -2.27  0 0.03 0.02 

820 0.993 -2.33  0 0.17 0.09 

822 0.99 -2.33  0 0.13 0.07 

824 1.012 -2.38  0 0.05 0.02 

826 1.016 -122.93  0 0.04 0.02 

828 1.011 -2.39  0 0.01 0.01 

830 0.994 -2.64  0 0.05 0.02 

854 0.993 -2.65  0 0 0 

852 0.963 -3.12  0 0 0 

15 1.035 -3.12  0 0 0 

832 1.035 -3.12  0 0.02 0.01 

858 1.033 -3.18  0 0.05 0.03 

834 1.031 -3.25  0 0.19 0.09 

842 1.031 -3.26  0 0.01 0.01 

Section 
Id 

Equipment Id Code Loading 
A 

(%) 

Thru 
Power 

A 
(kW) 

Thru 
Power 

A 
(kVAR) 

VA 
(%) 

814-850 DEFAULT Regulator 333.4 692.1 153.5 101.77 

852-832 DEFAULT Regulator 219.8 468.6 65.4 103.59 

18  Shunt 
Capacitor 

106.2 0 -106.2 103.06 

17  Shunt 
Capacitor 

106.2 0 -159.3 103.09 

832-888 XFM1_XFO_34BUS Transformer 100.7 151.8 84.8 99.95 
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844 1.03 -3.28  -0.32 0.48 0.36 

846 1.03 -3.32  0 0.07 0.03 

848 1.03 -3.33  -0.48 0.08 0.06 

860 1.03 -3.24  0 0.3 0.17 

836 1.03 -3.24  0 0.12 0.06 

840 1.03 -3.24  0 0.07 0.04 

862 1.03 -3.24  0 0.03 0.01 

838 1.029 -124.39  0 0.03 0.01 

864 1.034 -3.18  0 0 0 

888 0.999 -4.64  0 0 0 

890 0.919 -5.2  0 0.41 0.21 

856 0.998 -123.41  0 0 0 
 

 
 
Scaled 12.47kV Load flow and Fault study with and without DG’s: 
 
Table 13:Load flow report in per unit for 12.47kV scaled down system 

Node Id V 
(pu) 

Angle V PLoad 
MW 

QLoad 
MVAR 

800 1.0485 0 0 0 

802 1.046 -0.08 0.05 0.03 

806 1.045 -0.13 0.05 0.03 

808 1.019 -1.15 0.03 0.02 

812 0.99 -2.45 0 0 

814 0.9675 -3.55 0 0 

850 1.011 -3.55 0 0 

816 1.011 -3.56 0.01 0 

818 1.0055 -3.56 0.13 0.07 

820 0.99 -3.62 0.27 0.14 

822 0.9885 -3.62 0.14 0.07 

824 1.0005 -3.84 0.1 0.05 

826 1.014 -124.32 0.08 0.04 

828 0.9995 -3.87 0.01 0.01 

830 0.979 -4.48 0.18 0.08 

854 0.9785 -4.5 0 0 

852 0.9445 -5.7 0 0 

15 1.0155 -5.7 0 0 

832 1.0155 -5.7 0.06 0.03 

858 1.013 -5.84 0.1 0.05 

834 1.0095 -6.02 0.61 0.31 

842 1.0095 -6.03 0.01 0.01 

844 1.009 -6.08 1.7 1.31 

846 1.01 -6.17 0.07 0.03 

848 1.01 -6.19 0.08 0.06 

860 1.009 -6.01 0.72 0.38 

836 1.009 -6.01 0.16 0.08 

840 1.009 -6.01 0.14 0.08 
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862 1.009 -6.01 0.03 0.01 

838 1.028 -127.07 0.03 0.01 

864 1.007 -5.84 0 0 

888 0.9975 -6.98 0 0 

890 0.9775 -7.12 0.88 0.44 

856 0.996 -125.19 0 0 

810 1.0275 -121.35 0.03 0.02 
 

 
 
Table 14:Load Balancing report for 12.47 scaled down distribution network 

  Rephasing (kVA)   
Pha
se A 

Pha
se B 

Pha
se C 

Ineu
tral 

Tota
l 

Loss
es 

Aver
age 

Curre
nt 

Voltag
e 

Section ID A B C   
(kVA

) 
(kVA

) 
(kVA

) (A) (kW) 

kVA 
Unb
al. 

Unbal
. 

Factor 

Unbal
. 

Factor 

816-818 to C     
Befo

re 
613.
18 

455.
91 329 

16.7
5 

349.
21 

31.5
7% 

31.57
% 0.00% 

  
194.0

3     After 
375.
05 

435.
17 

604.
76 

18.9
1 

332.
76 

28.2
2% 

28.22
% 0.00% 

844-846 to C 

No 
chang

e 
to 
A 

Befo
re 

375.
05 

435.
17 

604.
76 

18.9
1 

332.
76 

28.2
2% 

28.22
% 0.00% 

  0   
22.
83 After 

399.
39 

441.
23 

560.
08 

14.7
2 

326.
25 

19.9
6% 

19.96
% 0.00% 

802-806 to C to A 
to 
B 

Befo
re 

399.
39 

441.
23 

560.
08 

14.7
2 

326.
25 

19.9
6% 

19.96
% 0.00% 

  0 33.54 
28.
65 After 

421.
47 

438.
3 

526.
57 

10.5
8 

324.
1 

13.9
5% 

13.95
% 0.00% 

808-810   to A   
Befo

re 
421.
47 

438.
3 

526.
57 

10.5
8 

324.
1 

13.9
5% 

13.95
% 0.00% 

    16.77   After 
434.
07 

421.
57 

527.
08 9.44 

322.
92 

14.3
6% 

14.36
% 0.00% 

824-828 

No 
chang

e to C 
to 
B 

Befo
re 

434.
07 

421.
57 

527.
08 9.44 

322.
92 

14.3
6% 

14.36
% 0.00% 

    0 
4.4
7 After 

433.
34 

427.
32 

519.
55 9.04 

321.
64 

12.9
3% 

12.93
% 0.00% 

 

 
 
Table15: Impedances and currents are in per unit (case with no fault impedance) 

  Maximu
m 

Maximum      

BUS KV Phase 
Cur 

Gnd Cur Z+  Z2  Z0  

BUS0 0.48 0.011 0 3.83847 3.82961 157.386 134.357 4.00E+0
7 

4.00E+0
7 

BUS1 0.48 0.038 0 17.3924 19.8448 188.418 121.221 1.30E+0
7 

1.30E+0
7 

BUS2 0.48 0.037 0 17.6751 20.4434 203.713 130.655 1.30E+0
7 

1.30E+0
7 

BUS3 0.48 0.027 0 1.9055 1.87113 54.293 45.6122 2.00E+0
7 

2.00E+0
7 

BUS800 12.47 0.597 0.911 0.79459 1.72131 0.25819 6.34927 0.32431 1.12009 

BUS802 12.47 0.514 0.748 0.965 1.84078 0.43433 6.48036 0.58277 1.46353 

BUS806 12.47 0.427 0.573 1.24716 2.03851 0.72855 6.6993 0.99662 2.01762 
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BUS808 12.47 0.199 0.21 3.51451 3.62284 3.22327 8.55453 3.30817 5.32597 

BUS810 12.47 0.111 0.103 6.9965 6.00212 6.70531 10.9339 7.20934 9.95501 

BUS812 12.47 0.099 0.114 7.42434 6.33225 8.28024 12.3126 5.30006 8.70433 

BUS814 12.47 0.069 0.086 11.3617 9.00117 15.3726 17.5779 5.98536 10.3987 

BUS816 12.47 0.052 0.075 13.8306 10.3862 29.6044 28.1206 4.90061 9.52278 

BUS818 12.47 0.038 0.052 21.2363 15.8222 37.0135 33.5562 8.31046 15.1874 

BUS820 12.47 0.024 0.03 36.8535 25.6126 52.6347 43.346 19.9314 25.2076 

BUS822 12.47 0.016 0.02 54.8109 36.6468 70.5936 54.3799 33.8935 36.4703 

BUS824 12.47 0.05 0.077 11.9652 8.8907 37.7869 33.9213 3.6105 7.23708 

BUS826 12.47 0.037 0.054 20.6444 14.9698 46.4673 40.0001 6.49147 12.5137 

BUS828 12.47 0.051 0.083 7.64974 5.76988 46.0537 39.7651 1.92614 3.83069 

BUS830 12.47 0.043 0.068 15.0003 10.5036 56.4436 46.6492 4.24077 7.01713 

BUS832 12.47 0.04 0.065 22.5814 16.3681 95.3478 64.4882 3.30003 6.43857 

BUS834 12.47 0.044 0.073 26.1959 19.0655 125.457 82.8576 2.61833 6.38777 

BUS836 12.47 0.04 0.067 29.912 23.2915 156.779 101.902 2.27151 6.03797 

BUS838 12.47 0.02 0.032 62.1207 42.9352 189.019 121.53 6.14453 15.3768 

BUS840 12.47 0.046 0.078 25.6989 22.542 172.597 111.572 1.37749 3.73751 

BUS842 12.47 0.038 0.063 31.6595 22.8106 140.792 92.2282 2.94067 7.55308 

BUS844 12.47 0.036 0.059 33.6587 24.8651 156.249 101.676 2.86725 7.574 

BUS846 12.47 0.037 0.063 32.0495 25.189 172.058 111.322 2.35587 6.34217 

BUS848 12.47 0.044 0.075 26.7144 23.7162 187.896 121.007 1.39799 3.81228 

BUS850 12.47 0.057 0.076 13.4983 10.3532 22.4706 22.842 5.84972 10.6703 

BUS852 12.47 0.037 0.06 23.2754 15.6522 81.1263 62.3518 6.14887 8.11546 

BUS854 12.47 0.039 0.062 20.081 13.7374 66.8882 53.5589 5.63511 8.34134 

BUS856 12.47 0.026 0.04 34.4658 22.7692 81.2761 62.5897 12.9524 16.0279 

BUS858 12.47 0.04 0.066 26.4359 18.7778 110.111 73.5198 3.16951 7.07206 

BUS860 12.47 0.04 0.066 30.0286 22.1119 140.988 92.3096 2.68038 6.89937 

BUS862 12.47 0.027 0.044 45.7339 32.9022 172.624 111.501 3.92367 10.4972 

BUS864 12.47 0.028 0.045 41.416 27.9835 125.096 82.7232 5.36373 11.5979 

BUS888 4.16 0.029 0.049 24.9957 23.1813 111.738 84.5777 2.75388 5.20117 

BUS890 4.16 0.022 0.038 19.6681 20.0601 134.559 109.486 1.64797 3.06749 
 

 
Table 16:Impedances and currents are in per unit (case with fault impedance) 

  Maximu
m 

Maximum      

BUS KV Phase 
Cur 

Gnd Cur Z+  Z2  Z0  

BUS0 0.48 0.007 0 3.83847 3.82961 157.386 134.357 4.00E+0
7 

4.00E+0
7 

BUS1 0.48 0.007 0 17.3924 19.8448 188.418 121.221 1.30E+0
7 

1.30E+0
7 

BUS2 0.48 0.006 0 17.6751 20.4434 203.713 130.655 1.30E+0
7 

1.30E+0
7 

BUS3 0.48 0.019 0 1.9055 1.87113 54.293 45.6122 2.00E+0 2.00E+0
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7 7 

BUS800 12.47 0.238 0.089 0.79459 1.72131 0.25819 6.34927 0.32431 1.12009 

BUS802 12.47 0.23 0.087 0.965 1.84078 0.43433 6.48036 0.58277 1.46353 

BUS806 12.47 0.217 0.085 1.24716 2.03851 0.72855 6.6993 0.99662 2.01762 

BUS808 12.47 0.143 0.07 3.51451 3.62284 3.22327 8.55453 3.30817 5.32597 

BUS810 12.47 0.093 0.055 6.9965 6.00212 6.70531 10.9339 7.20934 9.95501 

BUS812 12.47 0.086 0.054 7.42434 6.33225 8.28024 12.3126 5.30006 8.70433 

BUS814 12.47 0.06 0.043 11.3617 9.00117 15.3726 17.5779 5.98536 10.3987 

BUS816 12.47 0.044 0.041 13.8306 10.3862 29.6044 28.1206 4.90061 9.52278 

BUS818 12.47 0.034 0.033 21.2363 15.8222 37.0135 33.5562 8.31046 15.1874 

BUS820 12.47 0.023 0.023 36.8535 25.6126 52.6347 43.346 19.9314 25.2076 

BUS822 12.47 0.016 0.016 54.8109 36.6468 70.5936 54.3799 33.8935 36.4703 

BUS824 12.47 0.041 0.043 11.9652 8.8907 37.7869 33.9213 3.6105 7.23708 

BUS826 12.47 0.032 0.034 20.6444 14.9698 46.4673 40.0001 6.49147 12.5137 

BUS828 12.47 0.04 0.047 7.64974 5.76988 46.0537 39.7651 1.92614 3.83069 

BUS830 12.47 0.035 0.043 15.0003 10.5036 56.4436 46.6492 4.24077 7.01713 

BUS832 12.47 0.032 0.043 22.5814 16.3681 95.3478 64.4882 3.30003 6.43857 

BUS834 12.47 0.032 0.046 26.1959 19.0655 125.457 82.8576 2.61833 6.38777 

BUS836 12.47 0.029 0.043 29.912 23.2915 156.779 101.902 2.27151 6.03797 

BUS838 12.47 0.017 0.025 62.1207 42.9352 189.019 121.53 6.14453 15.3768 

BUS840 12.47 0.032 0.048 25.6989 22.542 172.597 111.572 1.37749 3.73751 

BUS842 12.47 0.028 0.041 31.6595 22.8106 140.792 92.2282 2.94067 7.55308 

BUS844 12.47 0.027 0.04 33.6587 24.8651 156.249 101.676 2.86725 7.574 

BUS846 12.47 0.028 0.041 32.0495 25.189 172.058 111.322 2.35587 6.34217 

BUS848 12.47 0.031 0.047 26.7144 23.7162 187.896 121.007 1.39799 3.81228 

BUS850 12.47 0.049 0.04 13.4983 10.3532 22.4706 22.842 5.84972 10.6703 

BUS852 12.47 0.031 0.041 23.2754 15.6522 81.1263 62.3518 6.14887 8.11546 

BUS854 12.47 0.033 0.041 20.081 13.7374 66.8882 53.5589 5.63511 8.34134 

BUS856 12.47 0.024 0.03 34.4658 22.7692 81.2761 62.5897 12.9524 16.0279 

BUS858 12.47 0.031 0.044 26.4359 18.7778 110.111 73.5198 3.16951 7.07206 

BUS860 12.47 0.029 0.043 30.0286 22.1119 140.988 92.3096 2.68038 6.89937 

BUS862 12.47 0.022 0.032 45.7339 32.9022 172.624 111.501 3.92367 10.4972 

BUS864 12.47 0.024 0.033 41.416 27.9835 125.096 82.7232 5.36373 11.5979 

BUS888 4.16 0.014 0.009 24.9957 23.1813 111.738 84.5777 2.75388 5.20117 

BUS890 4.16 0.012 0.009 19.6681 20.0601 134.559 109.486 1.64797 3.06749 
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Table 17: 24.9kV system fault currents with DG’s : 
Equipment 

Id 
Phase kVLN LLL 

Kmax 
(Amps) 

LLL 
Kmin 

(Amps) 

LLG 
Kmax 

(Amps) 

LLG 
Kmin 

(Amps) 

LL 
Kmax 

(Amps) 

LL 
Kmin 

(Amps) 

LG 
Kmax 

(Amps) 

LG 
Kmin 

(Amps) 

Total 
distance

ft
            

            

800 ABC 14.4 774 642 809 672 670 556 822 682 0 

150 ABC 6.9 570 473 809 671 493 410 757 629 0 

802 ABC 14.4 755 626 784 651 654 542 788 654 2580 

806 ABC 14.4 742 616 768 637 643 533 767 636 4310 

808 ABC 14.4 549 456 532 442 476 395 495 411 36540

810 B 14.4 0 0 0 0 0 0 452 375 42344

812 ABC 14.4 410 340 388 322 355 295 344 285 74040

814 ABC 14.4 339 281 321 267 294 244 275 229 103770

850 ABC 14.4 339 281 321 267 294 244 275 229 103780

816 ABC 14.4 338 281 321 266 293 243 275 228 104090

818 A 14.4 0 0 0 0 0 0 270 224 105800

820 A 14.4 0 0 0 0 0 0 180 149 153950

822 A 14.4 0 0 0 0 0 0 164 136 167690

824 ABC 14.4 314 261 299 248 272 226 254 210 114300

826 B 14.4 0 0 0 0 0 0 247 205 117330

828 ABC 14.4 312 259 297 247 271 225 252 209 115140

137 ABC 14.4 312 259 297 247 271 225 252 209 115140

830 ABC 14.4 273 227 261 217 236 196 218 181 135580

854 ABC 14.4 272 226 261 216 236 196 217 181 136100

852 ABC 14.4 221 183 213 177 191 159 175 145 172930

15 ABC 14.4 221 183 213 177 191 159 175 145 172930

832 ABC 14.4 221 183 213 177 191 159 175 145 172940

858 ABC 14.4 215 178 208 173 186 155 170 141 177840

834 ABC 14.4 209 173 202 168 181 150 165 137 183670

842 ABC 14.4 209 173 202 168 181 150 165 137 183950

844 ABC 14.4 207 172 201 166 179 149 164 136 185300

846 ABC 14.4 204 169 197 164 176 146 161 134 188940

848 ABC 14.4 203 168 197 163 176 146 161 133 189470

126 ABC 0.3 4304 3573 4135 3432 3728 3094 3859 3203 189470

127 ABC 0.1 6124 5083 5304 4402 5304 4402 0 0 189470

860 ABC 14.4 207 172 200 166 179 149 164 136 185690

836 ABC 14.4 204 169 198 164 177 147 161 134 188370

840 ABC 14.4 203 169 197 163 176 146 161 133 189230

131 ABC 0.3 4306 3574 4137 3433 3729 3095 3861 3204 189230

132 ABC 0.1 6126 5084 5305 4403 5305 4403 0 0 189230

862 ABC 14.4 204 169 197 164 176 146 161 134 188650

838 B 14.4 0 0 0 0 0 0 157 131 193510

864 A 14.4 0 0 0 0 0 0 170 141 179460

888 ABC 2.4 722 600 697 579 626 519 629 522 172940

890 ABC 2.4 397 330 384 318 344 286 317 263 183500

856 B 14.4 0 0 0 0 0 0 182 151 159430
 

 
 
 



93 

 

 

Table 18:12.47kV system fault currents with DG’s in amps :  
Equipment 

Id 
Phase kVLN LLL 

Kmax 
(Amps) 

LLL 
Kmin 

(Amps) 

LLG 
Kmax 

(Amps) 

LLG 
Kmin 

(Amps) 

LL 
Kmax 

(Amps) 

LL 
Kmin 

(Amps) 

LG 
Kmax 

(Amps) 

LG 
Kmin 

(Amps) 

800 ABC 7.6 942 782 1234 1024 815 677 1188 986 

802 ABC 7.6 914 759 1160 963 792 657 1120 929 

806 ABC 7.6 897 744 1116 926 776 644 1077 894 

808 ABC 7.6 636 528 657 545 551 457 612 508 

810 B 7.6 0 0 0 0 0 0 547 454 

812 ABC 7.6 461 383 443 367 399 331 400 332 

814 ABC 7.6 376 312 353 293 325 270 313 260 

850 ABC 7.3 364 302 342 284 315 262 303 252 

816 ABC 7.3 363 301 341 283 314 261 302 251 

818 A 7.3 0 0 0 0 0 0 297 246 

820 A 7.3 0 0 0 0 0 0 191 159 

822 A 7.3 0 0 0 0 0 0 173 144 

824 ABC 7.3 336 279 317 263 291 241 277 230 

826 B 7.3 0 0 0 0 0 0 269 223 

828 ABC 7.3 333 277 315 262 289 240 275 228 

157 ABC 2.4 615 510 586 487 532 442 544 451 

158 ABC 0.3 4446 3691 4262 3538 3851 3196 4008 3327 

830 ABC 7.3 289 240 275 229 250 208 235 195 

854 ABC 7.3 288 239 275 228 250 207 235 195 

852 ABC 7.3 231 192 223 185 200 166 186 154 

15 ABC 7.4 235 195 226 188 204 169 189 157 

832 ABC 7.4 235 195 226 188 204 169 189 157 

858 ABC 7.4 229 190 221 183 198 165 184 153 

834 ABC 7.4 222 184 214 178 192 160 178 148 

842 ABC 7.4 222 184 214 178 192 159 178 148 

844 ABC 7.4 220 183 213 176 191 158 177 147 

846 ABC 7.4 216 180 209 173 187 156 173 144 

848 ABC 7.4 216 179 208 173 187 155 173 143 

162 ABC 2.5 468 388 450 374 405 336 395 328 

164 ABC 0.3 3539 2938 3410 2830 3065 2544 3046 2528 

860 ABC 7.4 220 183 212 176 190 158 176 146 

836 ABC 7.4 217 180 209 174 188 156 174 144 

840 ABC 7.4 216 179 209 173 187 155 173 144 

166 ABC 2.5 468 389 451 374 406 337 395 328 

167 ABC 0.3 3542 2940 3412 2832 3067 2546 3049 2530 

862 ABC 7.4 217 180 209 174 188 156 174 144 

838 B 7.4 0 0 0 0 0 0 169 141 

864 A 7.4 0 0 0 0 0 0 184 153 

888 ABC 2.5 496 412 477 396 430 357 422 350 

890 ABC 2.5 390 324 375 311 338 280 320 265 

170 ABC 0.8 369 307 360 299 320 265 345 286 

171 ABC 0.1 2367 1964 2319 1925 2050 1701 2248 1865 

856 B 7.3 0 0 0 0 0 0 194 161 
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Arc flash and Voltage sag analysis:  
 
Table 19: Arc flash report using IEEE 1584 : 

Voltage 
(V) 

Bolted 
Fault 
[kA] 

I (arc) 
seen by 
device 

[A] 

Clearing 
Time 

(s) 

Minimum 
Approach 
Distance 

(in) 

12470 0.211 0.22 0.4 26 

12470 15.569 14.65 0.4 26 

12470 9.32 9.06 0.4 26 

12470 1.1 1.1 0.4 26 

12470 0.875 0.89 0.4 26 

12470 0.543 0.55 0.4 26 

12470 0.387 0.4 0.4 26 

12470 0.386 0.4 0.4 26 

12470 0.376 0.39 0.4 26 

12470 0.217 0.22 0.4 26 

12470 0.193 0.22 0.4 26 

12470 0.344 0.35 0.4 26 

12470 0.33 0.34 0.4 26 

12470 0.341 0.35 0.4 26 

12470 0.28 0.29 0.4 26 

12470 0.211 0.22 0.4 26 

12470 0.197 0.2 0.4 26 

12470 0.191 0.2 0.4 26 

12470 0.186 0.19 0.4 26 

12470 0.19 0.2 0.4 26 

12470 0.197 0.2 0.4 26 

12470 0.195 0.2 0.4 26 

12470 0.191 0.2 0.4 26 

12470 0.19 0.2 0.4 26 

12470 0.387 0.4 0.4 26 

12470 0.211 0.22 0.4 26 

12470 0.279 0.29 0.4 26 

12470 0.22 0.23 0.4 26 

12470 0.204 0.21 0.4 26 

12470 0.194 0.2 0.4 26 

12470 0.191 0.2 0.4 26 

12470 0.202 0.21 0.4 26 

4160 0.435 0.45 0.4 26 

4160 0.325 0.33 0.4 26 
 

 
 
 
 
 
 
Table 20 :Voltage sag Analysis 
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Faulted 
Item 

Fault Type Vmin 
(pu) 

838 LG 0.3471 

826 LG 0.4293 

862 LG 0.335 

862 LLL 0.0977 

862 LL 0.4998 

862 LLG 0.2063 

822 LG 0.6452 

836 LG 0.3343 

836 LLL 0.0962 

836 LL 0.4997 

836 LLG 0.206 

824 LG 0.4162 

824 LLL 0.0016 

824 LL 0.4987 

824 LLG 0.2727 

840 LG 0.3365 

840 LLL 0.101 

840 LL 0.5 

840 LLG 0.2071 

818 LG 0.4557 

820 LG 0.6145 

860 LG 0.3275 

860 LLL 0.0808 

860 LL 0.4987 

860 LLG 0.203 

816 LG 0.4482 

816 LLL 0.0019 

816 LL 0.4985 

816 LLG 0.2888 

848 LG 0.3371 

848 LLL 0.1023 

848 LL 0.5002 

848 LLG 0.2075 

850 LG 0.4493 

850 LLL 0.0019 

850 LL 0.4985 

850 LLG 0.2893 

846 LG 0.3357 

846 LLL 0.0994 

846 LL 0.4999 

846 LLG 0.2067 

812 LG 0.5409 

812 LLL 0.0023 

812 LL 0.4982 

812 LLG 0.3329 
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814 LG 0.4493 

814 LLL 0.0019 

814 LL 0.4985 

814 LLG 0.2893 

844 LG 0.3265 

844 LLL 0.0785 

844 LL 0.4986 

844 LLG 0.2027 

808 LG 0.7178 

808 LLL 0.0029 

808 LL 0.4977 

808 LLG 0.4053 

834 LG 0.3224 

834 LLL 0.0689 

834 LL 0.4982 

834 LLG 0.2015 

842 LG 0.3231 

842 LLL 0.0705 

842 LL 0.4982 

842 LLG 0.2017 

810 LG 0.7347 

802 LG 0.9757 

802 LLL 0.0034 

802 LL 0.4973 

802 LLG 0.4902 

832 LG 0.2949 

832 LLL 0 

832 LL 0.5 

832 LLG 0.2067 

806 LG 0.9598 

806 LLL 0.0034 

806 LL 0.4973 

806 LLG 0.4855 

858 LG 0.3075 

858 LLL 0.0327 

858 LL 0.4981 

858 LLG 0.2013 

800 LG 1 

856 LG 0.4505 

15 LG 0.2949 

15 LLL 0 

15 LL 0.5 

15 LLG 0.2067 

890 LG 0.7075 

890 LLL 0 

890 LL 0.5 

890 LLG 0.4075 



97 

 

 

854 LG 0.3609 

854 LLL 0.001 

854 LL 0.4992 

854 LLG 0.2438 

864 LG 0.3137 

852 LG 0.2949 

852 LLL 0 

852 LL 1 

852 LLG 0.2067 

888 LG 0.7758 

888 LLL 0 

888 LL 1 

888 LLG 0.4323 

828 LG 0.4137 

828 LLL 0.0016 

828 LL 0.4987 

828 LLG 0.2715 

830 LG 0.3621 

830 LLL 0.001 

830 LL 0.4992 

830 LLG 0.2444 
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APPENDIXB: 
 
Calculations involving symmetrical component analysis:  
 

>> a = -0.5 + 0.866j  

a =  -0.5000 + 0.8660i 

>> a*a 

ans =  -0.5000 - 0.8660i 

>> A= [ 1 1 1 ; 1 a a*a ; 1 a*a a ]  

 

A = 1.0000             1.0000             1.0000           

  1.0000            -0.5000 + 0.8660i  -0.5000 - 0.8660i 

 1.0000            -0.5000 - 0.8660i  -0.5000 + 0.8660i 

>> inv(A) 

ans = 0.3333 - 0.0000i   0.3333 + 0.0000i   0.3333 + 0.0000i 

0.3333 + 0.0000i  -0.1667 - 0.2887i  -0.1667 + 0.2887i 

0.3333 + 0.0000i  -0.1667 + 0.2887i  -0.1667 - 0.2887i 

>> Z = [ 0 0 0 ; 0 1.922 + 1.421j 0 ; 0 0 0 ] 

Z = 0                  0                  0           

        0             1.9220 + 1.4210i        0           

        0                  0                  0           

>> Zsym = A * Z * inv(A) 

Zsym = 0.6407 + 0.4737i   0.0899 - 0.7917i  -0.7305 + 0.3180i 

  -0.7305 + 0.3180i   0.6407 + 0.4737i   0.0899 - 0.7917i 

  0.0899 - 0.7916i  -0.7305 + 0.3180i   0.6406 + 0.4737i 

>> B= [0 0 0; 0 4.364i 0 ; 0 0 0 ] 

 

 

B = 0                  0                  0           
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        0                  0 + 4.3640i      0           

        0                  0                  0           

>> A * Z * inv(A) 

ans = 0.6407 + 0.4737i   0.0899 - 0.7917i  -0.7305 + 0.3180i 

  -0.7305 + 0.3180i   0.6407 + 0.4737i   0.0899 - 0.7917i 

0.0899 - 0.7916i  -0.7305 + 0.3180i   0.6406 + 0.4737i 

>> A * B * inv(A) 

ans = -0.0000 + 1.4547i   1.2598 - 0.7274i  -1.2598 - 0.7273i 

-1.2598 - 0.7273i   0.0000 + 1.4547i   1.2598 - 0.7273i 

  1.2598 - 0.7273i  -1.2598 - 0.7273i        0 + 1.4546i 

>> Z = [ 0 0 0 ; 0 2.8 + 1.486j 0; 0 0 0 ] 

Z = 0                  0                  0           

        0             2.8000 + 1.4860i    0           

        0                  0                  0           

>> A * Z * inv(A) 

ans = 0.9333 + 0.4953i  -0.0377 - 1.0560i  -0.8956 + 0.5607i 

-0.8956 + 0.5606i   0.9333 + 0.4953i  -0.0377 - 1.0559i 

-0.0377 - 1.0559i  -0.8956 + 0.5606i   0.9333 + 0.4953i 

>> B= [0 0 0; 0 4.225i 0 ; 0 0 0 ] 

B = 0                  0                  0           

        0                  0 + 4.2250i      0           

        0                  0                  0           

>>  A * B * inv(A) 

ans = -0.0000 + 1.4084i   1.2197 - 0.7042i  -1.2197 - 0.7041i 

  -1.2196 - 0.7042i   0.0000 + 1.4084i   1.2196 - 0.7042i 

 1.2196 - 0.7041i  -1.2196 - 0.7042i  -0.0000 + 1.4083i 

 

>> Z = [ 0 2.8 + 1.486j 0 ; 0 0 0 ; 0 0 0 ] 
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Z = 0             2.8000 + 1.4860i        0           

        0                  0                  0           

        0                  0                  0           

 

>> Z = [  2.8 + 1.486j 0 0; 0 0 0 ; 0 0 0 ] 

Z = 2.8000 + 1.4860i        0                  0           

        0                  0                  0           

        0                  0                  0           

>> A * Z * inv(A) 

ans = 0.9333 + 0.4953i   0.9333 + 0.4953i   0.9333 + 0.4953i 

  0.9333 + 0.4953i   0.9333 + 0.4953i   0.9333 + 0.4953i 

 0.9333 + 0.4953i   0.9333 + 0.4953i   0.9333 + 0.4953i 

>> B= [0 0 0; 0 4.225i 0 ; 0 0 0 ] 

B = 0                  0                  0           

        0                  0 + 4.2250i        0           

        0                  0                  0           

 

>> B= [4.225i 0 0; 0 0 0 ; 0 0 0] 

B = 0 + 4.2250i        0                  0           

        0                  0                  0           

        0                  0                  0           

 

>> A * B * inv(A) 

ans = 0.0000 + 1.4083i  -0.0000 + 1.4084i  -0.0000 + 1.4084i 

  0.0000 + 1.4083i  -0.0000 + 1.4084i  -0.0000 + 1.4084i 

 0.0000 + 1.4083i  -0.0000 + 1.4084i  -0.0000 + 1.4084i 
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APPENDIX C: 
 
Distributed Generation source parameters:  
 
Diesel Generator : (Fixed Q Limits) 
Parameter Value 
Rated line voltage 
Rated Power 
Armature Resistance  
Armature Time constant 
Potier Reactance 
Airgap factor 
Steady State impedances 
Transient impedances 
Sub transient impedances 
Zero sequence impedances 
Negative impedance 

12.47kV 
1.5MVA 
0.002pu 
0.332pu 
0.0110pu 
1.0 
0.13 + j0.51 pu 
0.03 + j0.228 pu  
0.022 + j0.290 pu  
0.001 + j0.001 pu  
0.001 + j0.002 pu 

 
Photovoltaic model: 
Parameter in Standard test conditions Value 
Current at Maximum Power Point 
Short circuit current  
Shot circuit temperature coefficient 
Open circuit voltage temperature 
coefficient 
Normal operating cell temperature 
Reference Ambient temperature 
STC Temperature 
STC Insolation 
PV Panel rated power 
Fault contribution 
Voltage source converter rating 
DC Capacitor 
Rated DC Voltage 
Grid side coupling Inductance 

4.6A 
5A 
0.0314 %/⁰C 
-0.357%/⁰C 
 
45⁰C 
20⁰C 
25⁰C 
1000 W/m2 
250kW 
120% 
500kVA 
15000 µF 
0.5kV 
0.006H 

 
Wind Turbine Model:  
Parameter Value 
Rated Wind speed 
Cut-in Wind speed 
Cut-out Wind speed 
Number of blades 
Rotor Radius 
Generator capacity 
Generator rated voltage 

19.685 ft/s 
9.8425 ft/s 
39.370 ft/s 
3 
65.61 ft 
859.11 kVA 
0.48kV 
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Generator rated Power 
Rated speed 
Synchronous Reactance’s 
Xd 
Xl 
Xq 
Transient Reactance’s 
X’d 
X’q 
T’do 
T’qo 
Sub-transient reactance's 
X’’d 
X’’q 
T’’do 
T’’qo 
Fault contribution 

750kW 
1800rpm 
 
1.2pu 
0.1pu 
0.9pu 
 
0.3pu 
0.6pu 
5s 
1.5s 
 
0.15pu 
0.2pu 
0.04s 
0.08s 
100% 

 
Transformer Ratings: 
kVA % 

Resistance 
%  
Reactance 

% 
Impedance 

X/R Ratio Type 

300 1.48 4.77 5.0 3.22 3phase shell, 
Liquid 
filled, self-
cooled 

500 1.30 4.83 5.0 3.71 3phase shell, 
Liquid 
filled, self-
cooled 

750 1.28 5.6 5.75 4.37 3phase shell, 
Liquid 
filled, self-
cooled 

1000 1.21 5.62 5.75 4.37 3phase shell, 
Liquid 
filled, self-
cooled 

1500 1.06 5.64 5.75 5.32 3phase shell, 
Liquid 
filled, self-
cooled 

2500 0.97 5.67 5.75 5.85 3phase shell, 
Liquid 
filled, self-
cooled 



103 

 

 

 
APPENDIX D: 

 
Fuse, Recloser and Relay curves: 
 

 
Figure 52: Example of time inverse characteristic curves mimicking fuse curve (Adopted from [17]) 
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Coordination Report for Fuse recloser Overcurrent Protection on the Section 800 
downstream: 
 
OVERCURRENT GRD relay on BUS800- 12.47KV-0 BUS802     12.47KV  2L 
   Type=351R-U3 (SEL.RLY) CTR=240   
TD=3.300 Tap=1.200A Nondirectional 
   Inst ele: none 
   Time mult. =1.0 Time adder= 0.0 Reset= 0.0 
 
OVERCURRENT PHASE RELAY on BUS800-12.47KV-BUS802 12.47KV 2L 
   Type=351R-U3 (SEL.RLY) CTR=240  
   Time ele: TD=1.500 Tap=3.900A Nondirectional 
   Inst ele: none 
   Time mult. =1.0 Time adder= 0.0 Reset= 0.0 
 
OVERCURRENT GRD RELAY onBUS808 12.47KV - BUS812 -12.47KV 1L 
   Type=ME-634R-120(COOPER.RLY) CTR=1000   
   Time ele: TD=1.000 Tap=0.200A Nondirectional 
   Inst ele: none 
   Time mult. =1.8 Time adder= 0.0 Reset= 0.0 
 
OVERCURRENT PHASE RELAY on BUS808 12.47KV -BUS812-12.47KV 1L 
   Type=ME-634R-120(COOPER.RLY) CTR=1000   
   Time ele: TD=1.000 Tap=0.500A Nondirectional 
   Inst ele: none 
   Time mult. =1.0 Time adder= 0.0 Reset= 0.0 
 
RECLOSER on BUS800-12.47KV - BUS802-12.47KV 2L 
   Operating cycles: Slow-10s-Slow-Lockout 
   Fast curve=N/A (SEL.RLY) Min.trip=1A time=0 Time mult. =1 adds. =0 
   Slow curve=351R-U4 (SEL.RLY) Min.trip=280A time=0 Time mult. =2 add. =0 
   High curr.trip=0A Delay=0 
 
RECLOSER on BUS828-12.47KV -BUS824-12.47KV 1L 
   Operating cycles: Slow-Lockout 
   Fast curve=N/A (SEL.RLY) Min.trip=1A time=0 Time mult. =1 add. =0 
   Slow curve=351R-U3 (SEL.RLY) Min.trip=50A time=0 Time mult. =5 add. =0 
   High curr.trip=0A Delay=0 
 
RECLOSER on BUS828 12.47KV - BUS824 12.47KV 1L 
   Operating cycles: Slow-Lockout 
   Fast curve=N/A (SEL.RLY) Min.trip=1A time=0 Time mult. =1 add. =0 
   Slow curve=351R-U4 (SEL.RLY) Min.trip=140A time=0 Time mult. =0.5 add. =0 
   High curr.trip=0A Delay=0 
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RECLOSER on BUS808   12.47KV - BUS812 12.47KV 1L 
   Operating cycles: Slow-10s-Slow-Lockout 
   Fast curve=N/A (SEL.RLY) Min.trip=1A time=0 Time mult. =1 add. =0 
Slow curve=351R (SEL.RLY) Min.trip=100A time=0 Time mult. =1 add. =0 
   High curr.trip=0A Delay=0 
 
RECLOSER on BUS808 12.47KV BUS812 12.47KV 1L 
   Operating cycles: Slow-10s-Slow-Lockout 
   Fast curve=N/A (SEL.RLY) Min.trip=1A time=0 Time mult. =1 add. =0 
Slow curve=351R (SEL.RLY) Min.trip=280A time=0 Time mult. =1 add. =0 
   High curr.trip=0A Delay=0 
 
 
Some of the curves discussed:  
 
Westinghouse CO-5 relay, long time 
Westinghouse CO-6 relay, definite time 
Westinghouse CO-7 relay, moderate inverse 
Westinghouse CO-8 relay, inverse,    
Type COL and CIL capacitor fuse.  15 Amps K Link  
BE1-1051_E2 Basler Electric BE1-1051 inverse time-overcurrent relay. 51P, 51Q, 51N  
Chance Type "K" (FAST) 15 amp fuse link in cutout.   
Chance Type "K" (FAST) 20 amp fuse link in cutout.  
Cooper 8.3, 15.5,23 kV (10 amp) X-Limiter Full Range Fuse.  
M-E fuse links: EEI-NEMA TYPE K-TIN. 10K,   
KEARNEY TYPE X 1.25A FUSE LINKS  
ME-221-A  
McGraw-Edison recloser type L. TCC-221-A. 200A.  
ME-221-BME-301-A  
McGraw-Edison recloser types 4H, V4H, PV4H ( Single Phase );  6H, V6H (  
Three Phase) 25A. TCC-301-A.  
ME-634R-101  
Recloser Form 4A and 4C,  
GE IAC-51 Relay, Inverse curves.  
KRNY-K015 Kearney "K" type fuse 15 Amps  
Mitsubishi Over-Current Relay CO Time dial: 0.5 - 10  
S&C Liquid Power Fuse 100E Slow speed, size 3, 4, 5 7.5kV and 23kV 119-5-3-125E  
S&C Liquid Power Fuse 125E Slow speed, size 3, 4, 5 7.5kV and 23kV 119-5-3-150E  
Schweitzer 351R Electronic recloser. Curve A  
 
 
 


